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bnoku nnrterpauun Teleport umeroT mupokuii pyHKIIMOHAT, HO MOXKHO
BBIJIEJIUTH 2 OCHOBHBIX HAIPABJICHUS IPUMEHEHUS:

1) Tpancasuus RS-485 uepe3 Ethernet

2) TpaHCHALMS COCTOSIHUS BXOJIOB THIA «CyXOW KOHTakT» uepe3 Ethernet

PaccMoTpum npumMep TUTIOBOTO MpUMEHEHHs 0J10K0B uHTerpanuu Teleport-1 u
Teleport-2 B 4acTHOCTH MPUMEHEHHUS 1Jis1 TpaHcasaun RS-485.

B kakux cjay4yasx NpUMeHSATH?

[IpencraBum cebe MPOCTEMIYI0 OXpaHHO-TIOKApHYIO cucteMy. Beé mpocro,
«Curnan-10» noakmrouaercs Kk «C2000M» mo Butoii nmape u Bc€ paboTaer, Bce
nuie sl HAXOAATCA MO OXpaHOU. MOXKHO pa3HecTH 3TH 0JI0KH BIUIOTH 70 1200
METpOB, BCE OyaeT paboTath.

ITy7IET KOHTPOJA H YIIPAaBISHHSA
bomug C2000M

Bomung Curaamn-10

......

CHIFHAN-10

Puc. 1. ctpykTypa mpocToil CUCTEMBI

OpnHako, MOTYT BOSHUKHYThH CUTYAIIMH, KOT/Ia PACCTOSTHUE MEXKTY OJIOKaMHU
Oynet 60bIIIe, WiIN MPOKIIAILIBATH JOMOJHATEILHYIO BUTYIO ITapy HEPA3yMHO.

EAvHCTBEHHBIM pellieHneM MOXKET CTaTh MPUMEHEHHUE ONMTOBOJIOKOHHBIX
nuHui cBsizu i cetu Ethernet. A nnst RS-485 B Takom ciiydae MOXKHO peain3oBaTh
BUPTYaJIbHBIN KaHal - «TpyOy» uepe3 Ethernet. /[ns npeobpasoBanus curnana RS-
485 — Ethernet u 00paTHO U MOTYT HUCIIOJIB30BATHCA B JAHHOM CIIy4ae OJIOKU
unTerpanuu Teleport, KoTopbie BCTpanBaloTCs B CYIIECTBYIOIIYIO CETh U MIPU 3TOM
He TpeOyeTcsl MPOKJIaaKa TOTOTHUTEIbHBIX JTUHUM.

Ha pucyHnke 2 nipeicTaBiieHa CTPYKTypa TaAKOW MHTErPALUU B CYIIECTBYIOULY IO
ceTh ¢ ueHTpaibHbIM KommyTaTopoM TFortis SWU-16, HaxoasmuMest Ha CTOpOHE
Cepsepa coopa u o6padotku undopmaiuu, 1 PoE kommyraropom TFortis PSW-
2G4F, kotopslil ynanéH Ha 3HauuTenbHoe pacctosinue ot CCOU.

biioku unterpamuu Teleport. beicTprlii ctapT — Tpancsaius RS-485 1

7 N\ .
\ 4 SEC.RU KopoTkui nyTb k MHbopmaLum Cka4aHo c sec.ru




@ T Fortis

BOJIC
Buras mapa Ethernet
Buras mapa RS-485

[{eHTpAILHEL KOMMYTATOP
TFortis SWU-16

KommyTarop \ q o i
TFortis PSW-2G4F

: bnok uaTerpanmmm
B Teleport-1

ﬂ}—

= .!l
it

192.168.0.1

Brok mHTErpannn
Teleport-2.

4{‘:\‘. .
it
[ P

TIyIeT KOHTPOJIA H YIPABIEHHS
Bomug C2000M

192.168.0.2 Bonun Curaan-10 -

—

-
-5 0 o=
S
11
L 7

‘I rr.

CHIHAN-1D

L

Puc. 2. ctpykrypa cuctemsl

Ha 65oxe unrerpanuu Teleport-2 ocymectsisiercs npeodpazoBanue RS-485
— Ethernet. Jlanasie mpoxoast yepe3 kommyTtaTop y3ina — TFortis PSW, a 3aTtem 1o
ONTHUKE Yepe3 LIEHTPAIbHBIN KoMMyTaTop, 3aTeM B Teleport-1, rae ocymectBisercs
obpatHoe npeodpazoBanue Ethernet — RS-485.

Jlns opranu3zanuu BUPTyalbHOrO KaHana RS-485 mexny nByms
yctporictBamu Teleport-1 u Teleport-2 nx nHeooxoaumo HacTpouth. HacTpoiiky

MPOIIEe BCEro mpou3BecTu yepe3 web-uarepdeiic. [P agpec mo ymonganuro -
192.168.0.1

[lepen moakmoYeHHEM YOEIUTECH, YTO CETEBas KapTa KOMITbIOTEpPA HAXOIUTCS
B TOM ke MOJICETH, uTO U 0ok uHTerparuu Teleport (192.168.0.%).
3anycture Web-0paysep u B agpecHoii ctpoke BBeaute [P aapec 192.168.0.1

a =)@ nwpyasziesoy -~ B X

Puc. 3. llogkmrouenne k BU

biioku unterpamuu Teleport. beicTprlii ctapT — Tpancsaius RS-485 2

7 N\ .
\ 7 SEC.RU KopoTkui nyTb k MHbopmaLum Cka4aHo c sec.ru




T Fortis

[Tocie moAKIIOYEHUS, MBI JIOJDKHBI TIONTACTh HA TVIABHYIO CTPAaHUILY Web-
uHTepdeiica.

B o6miem cnydae nmpouece HACTPOIKH BITIISIUT CIETYIONUM 00pa3oM:
1. Kondurypupyem cereBbie HAaCTPOUKH
2. TlponuckiBaem ynanéunoe ycrpoiicto (s Teleport-1 — sto Teleport-2
1 Ha000POT )
3. Hacrpoiika nopta RS-485 B pexuM nmapHOro cOeIMHEHUS C yAATEHHBIM
YCTPOUCTBOM.

CeTeBble HACTPOITKH

B cereBbix HacTpolikax biioka nHTErpannu HEOOXOAUMO 334aTh YHUKAIbHBIN B
npenenax noacetu IP agpec. Jlonmyctum, uto Teleport-1 umeer IP 192.168.0.1, a
Teleport-2 192.168.0.2. MeHsieM 3T NoJs, Kak Moka3zaHo Ha puc. 5.3.1.4, s yero B
O00k0oBOM MeHIO BhiOMpaeMm Basic Settings — Network Settings

MAC [co [[11 |Ae |00 |oo |[o1 |

P [192 [168 [0 |1 |

Mask |255 |255 |255 [0 |
Gateway |255 H255 ”ﬂ”ﬂ'
DNs (255 |[255 |[255 J[2s5 |

DHCP Mode
Puc.4. CereBbie HacTpoiiku ycTpoiicTBa Teleport-1

Cnucok yaajaéHHbIX YCTPOHCTB

Jlist Toro, uto6wt Teleport-1 “3nan” o Teleport-2, a Teleport-2 3uan o Teleport-
1 uX HEOOXOIUMO «ITO3HAKOMUTEY. JIJIsl Uero Ha Ka)KJI0M yCTPOMCTBE CYIIECTBYET
CIIMCOK YJAIEHHBIX YCTPOUCTB. B HETO 3aHOCATCA BCE YCTPOMCTBA, C KOTOPBIMH
MOXET B3aUMOJENCTBOBATh JOKAJIbHOE YCTPOUCTBO.

PaccmoTpum Ha mpumepe Teleport-1. s Hero yaan€HHbIM yCTPOUCTBOM
oynet Teleport-2. [Toatomy 3axonum Ha web-untepdeiic Teleport-1, Bo Bkiagke
Teleport Settings — Remote Devices. Kak Buaum noka crnucok mycT, 3aHOCUM TyJa
Teleport-2, ykaszsiBas ero IP aapec, Tun (Teleport-2) u monp3oBarenbckoe onucaHue,
10 KOTOPOMY €ro Jierye ono3HaBarb. Haxumaem Apply.
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Remote Devices

Devices List
Name | Type | IP Address

Device list is empty

Add New Remote Device

Name |OI'IL—"IC&HHE |

Type Teleport-2 v

IP Address | [192 [168 [0 [2 |

Apply
Puc. 5. Hactpoiika ynanéunsix ycrpoiicts Teleport-1

Kak mb1 BuMM Ha puc. 6, Teleport-2 1o6aBieH B CIUCOK.

Devices List
Name Type IP Address

1 | ommcanue | Teleport-2 | 192.168.0.2 Info Edit Delete
Puc. 6. Criucok ynanénusix ycrporcts Teleport-1

AHaNoOruyHyro HaCTpPOMKY Mpou3BOAUM U Ha web-unrepderice Teleport-2.

Devices List

Name Type IP Address

1 | ommcanne? | Teleport-1 | 192.168.0.1 | Info Edit Delete

Add New Remote Device

Name | |
Type

IP Address | ” H H |
Apply

Puc. 7. Hactpoiika ynanéuusix ycrpoiicts Teleport-2

biioku unterpamuu Teleport. beicTprlii ctapT — Tpancsaius RS-485 4

7 N\ .
\ 7 SEC.RU KopoTkui nyTb k MHbopmaLum Cka4aHo c sec.ru




T Fortis

Hacrpoiika mopta RS-485
Jlnst HacTpoiiku nopta RS-485 3axonum Ha Bkiiaaky RS-485 — RS-485
Settings

RS-485 Settings
Baudrate | 9600 |

Parity

Data Bits

Stop Bits

Operation mode

Mode | RS-485 -> Ethernet V|

Remote Devices | W 102.168.0.2

Puc. 8. nactpoiika nopta RS-485 Teleport-1

B paznene RS485 Settings Mbl yka3piBaeM HACTPOWKHU MOPTA, TAKUE KE, KAK U
y Curnan-10 u C2000M. JIjist 5TUX YCTPOMCTB TPEOYIOTCS HACTPOUKH:

* 9600 out/cex
*  0€3 KOHTPOJIS YETHOCTH
e 8 OWUT MaHHBIX

* | CTONOBBLIA OUT

Teleport no ymon4anuto UMeeT TaKUe-Ke HACTPOUKH, ITOITOMY MX HE HY)KHO
MEHSITh, JOCTATOYHO OCTaBUTH KaK €CTb.

B paznene Operation mode yka3biBaeTcst pexxuM padboTsl mopta. Hac
HMHTEpeCcyeT pexuM rnepenauu ganubix no Ethernet, moaTomy BeiOMpaeM pexum
RS485->Ethernet — pexxum Tpancisuuu. B cnucke Remote Devices yka3biBaem
BCE YCTPOMCTBA, HA KOTOPBIE OYIyT TpaHCIUPOBAThLCA JlaHHbIe. B Hamiem ciiyudae Tam
TOJILKO OfHA 3anmuch — Teleport-2, moaToMy u BeIOMpaeM €€ yCTaHOBKOM rajlouKHy.
Haxumaem Apply a1t npumeHeHnst HacTpoek. Te ke camble HaCTPOMKHU MPOBOAUM U
Ha JPYTrOM yCTPOWCTBE.

Ha sTom Hactpoiika 3aBepiena. Jlanasie u3 nopta RS485 6moka Curnain-10
OyIyT TIpo3pavHo J0CTaBIATHCS B MopT RS485 6moka C2000M.
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Ipunoxenue 1
CBoaHas Tabiula ¢ HacCTpOUKamMu

Teleport-1 Teleport-2
IP ampec 192.168.0.1 192.168.0.2
Macka nozacetu 255.255.255.0 255.255.255.0
IP anpec ynanénnoro ycrpoiictea | 192.168.0.2 192.168.0.1
Tun ygan€HHoro yctponcrsa Teleport-2 Teleport-1
Pexxnm paboter RS-485 RS-485 — Ethernet RS-485 — Ethernet
VY nanéunoe ycrpoiictBo s RS-485 1192.168.0.2 192.168.0.1
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